
  Date:  April 12, 2008 
 
Project Name:  Hortonville-Hortonia Fire Station 
Client Name:  HHFD / Village of Hortonville 
M&E Project No.:  288-052   
 
Minutes:  Design Meeting #5 
Meeting Date: April 9, 2008 
 
Those Present: Name:    Representing:  
   Dave Dorn (C)   HHFD Fire Chief 

Dewey Bellile (C)  HHFD  
Brian Randall   HHFD 
Tom Jens   HHFD 
Brent Servin   HHFD 
Mike Roubal   HHFD 
Tom Riehl (C)   HHFD 
Nick Knuth   HHFD 
Greg Junak   HHFD 

   Robert L. Hoffmann, AIA Martenson & Eisele, Inc. 
 

(C) Denotes HHFD Building Committee Members. 
 

Lou McKellar, of the HHFD Building Committee was not able to attend this meeting. 
 
Review of Building Plans 

�  Revised building plans were reviewed. 
�  The wall between the display room and the meeting room was moved 4 feet toward the 

display room side in order to maximize the room in the meeting room. 
�  The revisions in and around the mechanical room were acceptable to the fire fighters. 
�  It was decided to eliminate the turn out lockers from this portion of the project.  They will 

most likely be purchased and installed directly by the District or they will be built by the 
fire fighters. 

�  Potential Alternate Bids were discussed: 
o Alternate #1 will proceed.  This is to add back the 4’-0” of space along the west 

wall which was removed for cost savings measures. 
o An alternate to extend the mezzanine over the offices and communication room 

was discussed and it was decided by the fire fighters that this alternate would not 
be needed. 

o An alternate for additional masonry was discussed.  As this issue has been 
brought up by the Village of Hortonville, Bob Hoffmann will contact Lou McKellar 
to verify if it is to be an alternate. 
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�  The guard posts at the inside of the overhead doors were eliminated.  A single guard 
post can be shown between adjacent doors.  Bob Hoffmann will show 3 x 3 angle guards 
at the inner jambs of the overhead doors. 

�  The location for the communications tower was discussed.  A pad will be shown on the 
site plan and two 2” conduits will be run to it from the communication room.  The Fire 
District is to get height and weight of the tower to Bob Hoffmann. 

�  No special audio or video equipment is to be shown in the meeting room.  If a projection 
screen is to be provided it will be manual. 

�  The bell placement in the vestibule was discussed.  Bob Hoffmann stated that current 
plans have the bottom of the bell at about 9’-4”.  This was too low for Dewey Bellile. 
Minimum height for the bell should be between 10 and 11 feet. He gave Bob the contact 
information for the company doing the bell refurbishment.  Bob will get dimensions and 
mounting information and re-design the entry accordingly.  Estimated weight currently is 
500 lbs. 

 
Review of Elevations 

�  The main elevations have been updated based on window recommendation submitted 
by Mike Relien. 

�  The windows at the west elevation are to be shown as discussed at the last meeting.  
The sill height shall be 12’-0” and the head height shall be 14’-0”.  More horizontal 
windows are to be added if possible. 

�  The fire fighters want the vision windows shown in the third door panel at all overhead 
doors. 

 
Review of Mechanical Plans and Questions 

�  The equipment to be located in the mechanical room versus on the mezzanine was 
discussed.   

�  The furnaces are to be located on the mezzanine as well as any make up air equipment. 
�  If a water heater is provided it should go on the mezzanine.  However, Greg Junak 

suggested using a storage tank off of the radiant floor boiler system.  
�  The boiler is to be wall mounted and will be in the mechanical room. 
�  The south wall of the mechanical room is to be reserved for the electrical service and 

transfer switch. 
�  The north wall of the mechanical room is to be reserved for a workshop type bench.  
�  The cascade air compressor is to go on the west wall of the mechanical room. 
�  A minimum of two ceiling fans are to be added to the apparatus room 
�  Cord reels and air drops are to be provided.  Coordinate locations with the Fire District. 
�  Locations for shop air were also discussed.  Two are to be located in the mechanical 

room near the work bench.  One is to be located outside the mechanical room and one 
is to be located on the west wall. 

 
Review of Electrical Plans and Questions 

�  Currently one pole mounted light is to be shown such that it can light the area of the 
hydrant and also the trash enclosure if possible.  Bob Hoffman will coordinate with Bruce 
Cottrell for an exact location. 

�  The flagpole is to be shown on the site plan.  A light will be required for that. 
�  A conduit and box are to be run to a future sign location to be shown on the site plan. 
�  The size of the generator was discussed.  According to preliminary load requirements 

supplied to Bruce by Jeremy Bellile, the anticipated size of the generator may reduce in 
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size.  It is not estimated to be between 25 kw and 40kw.  Items to be on the generator 
include: 

o The full communications room. 
o Overhead door operators which are typically ¾ hp motors. 
o Building heating system 
o The building air exhaust system 
o The truck air compressor which is a 15 amp draw. 
o Other lighting and circuits as needed. 

�  Bob Hoffmann will get electrical markups made by Jeremy Bellile to Bruce Cottrell. 
�  Bruce is also to review lamp recommendations made by Jeremy. 
 

 
Review of Schedule 

�  Bob Hoffmann presented a revised schedule to all present. 
�  Final drawings will be ready for Fire District review on or near April 22, 2008.  Two 

days are allotted for their review and the 24th and 25th are allotted for final revisions. 
�  Printing will be on Monday 4/28 and bid documents will be issued on 4/29.   
�  Three weeks will be allotted for bidding. 
�  This schedule was acceptable to the Fire District. 

 
Next Meeting 

�  The next meeting to have final review on the plans was scheduled for Tuesday 
4/22/08 at 6:30 pm. 

 
The meeting was then adjourned. 
 
The above constitutes the writer’s understanding of the items discussed and action required for 
future meetings regarding this project.  If additions or corrections should be made, please 
contact the undersigned. 

Respectfully submitted, 

Martenson & Eisele, Inc. 

 

 
Robert L. Hoffmann, AIA, NCARB, CSI 
Project Architect 
 
Cc Meeting Attendants 
 HHFD Building Committee 

Project File  


