
  Date:  March 30, 2008 
 
Project Name:  Hortonville-Hortonia Fire Station 
Client Name:  HHFD / Village of Hortonville 
M&E Project No.:  288-052   
 
Minutes:  Design Development Review Mtg 
Meeting Date: March 27, 2008 
 
Those Present: Name:    Representing:  
   Dave Dorn (C)   HHFD Fire Chief 

Dewey Bellile (C)  HHFD  
Bill Mueller (C)  HHFD 
Brian Randall   HHFD 
Dan Mercer   HHFD Fire Commissioner 
Mike Relien   HHFD 
Tom Jens   HHFD 
Brent Servin   HHFD 
Jeremy Bellile (C)  HHFD 
Mike Roubal   HHFD 
Tom Riehl (C)   HHFD 

   Robert L. Hoffmann, AIA Martenson & Eisele, Inc. 
 

(C) Denotes HHFD Building Committee Members. 
 

Lou McKellar, of the HHFD Building Committee was not able to attend this meeting. 
 
Review of Site Plan 

�  The hydrant location shown on the plans was acceptable to the Fire District. 
�  The Fire District will investigate if it is permitted to take off the hydrant and hose fills 

inside the fire station before the water meter. 
�  The location and pad for the radio antenna should be shown on the site plan. 
�  Bob Hoffmann reported that there has been no objection to this point during the 

driveway permit application process.  Final permits are expected shortly. 
�  Bob Hoffmann also reported the preliminary findings from the soil borings.  According to 

Midwest Engineering Services, there is a layer of fill on the site from approximately 3 ½ 
to 4 ½ feet down.  This will not be acceptable to bear the building on and their 
recommendation will be to over excavate and fill with compacted engineered gravel.  
Mike Roubal stated he had a preliminary topo survey from before the site was filled and 
would review it to see where the fill layer was located.  Bob Hoffmann is waiting for the 
final report before making any design decisions. 
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Review of Floor Plans 
�  Floor plans were reviewed. 
�  The revised toilet room layout was reviewed and accepted by all present. 
�  The drinking fountains are to be moved to the east wall of the men’s room adjoining the 

meeting room. 
�  The area where the drinking fountains were is to be used for a commercial washer and 

dryer.  A curb and trench drain will have to be provided. 
�   A minimum of 8’-0” of wall in the mechanical room is to be reserved for the radiant floor 

manifold. 
�  Mike Relien asked about the relative cost for extending the mezzanine across the offices 

and communication room.  Bob Hoffmann will provide this. 
�  Currently two alternates are being considered they are: 

o Cost to add approximately 4’-0” of building to the west end of the garage per the 
original building plans 

o Cost to extend the mezzanine above the office and communication room. 
�  A line item for the radio antenna/transmission tower is to be added to the estimate.  The 

tower will be 50’-0” high and will have a 2” conduit stubbed between it and the 
communications room. 

�  The windows between the two offices and the communication room will be sliding but 
they do not need countertops. 

�  The window between the Apparatus Room and the Communication Room is to be sliding 
and will have a counter top. 

�  Finishes for the building were discussed: 
o Stained concrete flooring was approved for the display room, meeting room, 

storage room, kitchen as well as the corridors between the meeting room and 
apparatus room. 

o If possible the district would like a stamped cobble stone pattern in the concrete 
for the display room. 

o Carpet will be installed in the offices and communications room.  Care should be 
taken in the Communications Room to specify a low static carpet. 

o The toilet rooms are to have a natural colored, sealed concrete floor. 
o Ceilings in the offices and communications room, kitchen and storage room will 

be acoustic tile. 
o Ceilings over the turn out gear room and toilets are to be exposed, painted pre-

cast concrete plank. 
o The ceilings over the meeting room and display room were not yet determined. 

Bob Hoffmann explained a potential idea which used handing acoustic ceiling 
“clouds” which would follow the pitch of the roof.  This way the room could be 
made larger while still allowing for some sound absorption.  This idea was 
acceptable to the members present. 

 
Review of Elevations 

�  Bob Hoffmann presented revised elevations for the building.   
�  North elevation changes include showing the window for the bell and showing masonry 

on the two sides of the entry vestibule. 
�  The south elevation had not changes. 
�  West elevation changes include changing the trapezoidal windows to rectangular and 

eliminating the brick pier look.  The windows are to be shown between 12’-0” and 15’-0” 
high. 
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�  East elevation changes include, keeping the trapezoidal window and being showing 
operable windows at eye level.  It was suggested to use wood casement windows with 
the exception of the large windows at the end of the apparatus room. 

 
Review of Sections and Schedules 

�  Bob Hoffmann pointed out that considerable work had been done on the sections and 
schedules and asked of all present could review them after the meeting. 

 
Review of Plumbing plans and Questions 

�  Plumbing questions submitted by Tom Riederer were discussed: 
o No floor drain is required in the display area. 
o A single compartment sink is acceptable at the kitchen.  It is to be sized to allow 

for a double in the future if the Fire District wants to make the change. 
o Hose bib locations were discussed.  Bob Hoffmann will relay locations to Tom.  

The one on the exterior of the mechanical room is to have hot water. 
o With regard to the water heater, could the floor system boiler be used for 

domestic hot water.  Tom Riederer is to investigate. 
o Faucets are not to be touch less. 
o Toilets are to be wall hung, flush valve. 
o A water meter will be required.  See the discussion regarding the hydrant location 

for more information. 
 
Review of Mechanical Plans and Questions 

�  HVAC questions submitted by Tom Riederer were discussed: 
o No hose tower is to be built. 
o Chases for low returns are acceptable.  Bob Hoffmann will coordinate locations.  

The fire district would like to use the room under the stairs if possible. 
o The gas meter location was acceptable. 
o No special cooling will be required for the communications room. 
o The mezzanine may be expanded by alternate but not in the future. 
o The storage room and the storage/mechanical room will have to have a 1 hour 

rating.  No other fire walls are anticipated. 
 
Review of Electrical Plans and Questions 

�  Electrical questions submitted by Bruce Cottrell were discussed: 
o The largest area of concern was to get info from the District on what they wanted 

connected to the generator.  This will be discussed at their meeting of 
Wednesday, 4/5/08.  

o The generator is to be natural gas. 
o No slab loops will be required for the overhead doors.  Bob Hoffmann has the 

requirements and will submit them to Bruce. 
o No outdoor alarm/notification system is planned. 
o A flagpole will be shown on the site plan and lighting to it will have to be 

provided.  The District is also planning a future sign on the site which will need 
power. 

o The building will not be interconnected to any Village computer network. 
o Jeremy Bellile reviewed the fixture cut sheets presented.  He will contact Bruce 

directly to discuss alternative fixtures and light locations. 
o Lights on the Apparatus Room and not to be located over the trucks, rather they 

should be in the aisles between. 
o No welding outlet is planned. 
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Review of Schedule 
�  Bob Hoffmann asked for approval of the Design Development package as soon as possible 

to keep the project on schedule.  
�  Although the project is running about 1 week behind schedule, the estimated date for bid 

drawing availability remains Tuesday, April 18, 2008. 
 
Next Meeting 
�  None was scheduled at this time.  The most likely next meeting will be at the end of the  

Design Development Phase, scheduled for 2 weeks after Design Development Approval, 
that would put it at or about April 12th or 13th, 2008.  

 
The meeting was then adjourned. 
 
The above constitutes the writer’s understanding of the items discussed and action required for 
future meetings regarding this project.  If additions or corrections should be made, please 
contact the undersigned. 

Respectfully submitted, 

Martenson & Eisele, Inc. 

 

 
Robert L. Hoffmann, AIA, NCARB, CSI 
Project Architect 
 
Cc Meeting Attendants 
 HHFD Building Committee 

Project File  


